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ARCHITECTURAL

A0 EXISTING PHOTOS, WALL TYPES, DETAILS
A1 FLOOR PLANS
A2 EXISTING WINDOW SCHEDULE

HVAC

M00 HVAC SCHEDULES AND DETAILS
M01 HVAC SCHEDULES AND DETAILS
M02 HVAC SCHEDULES AND DETAILS
M03 HVAC SCHEDULES AND DETAILS
M1 GROUND FLOOR HVAC DEMOLITION PLAN
M2 FIRST FLOOR HVAC DEMOLITION PLAN
M3 SECOND FLOOR HVAC DEMOLITION PLAN
M4 GROUND FLOOR HVAC DUCT AND PIPING PLAN
M5 FIRST FLOOR HVAC DUCT AND PIPING PLAN
M6 SECOND FLOOR HVAC DUCT AND PIPING PLAN
M7 ENLARGED HVAC DUCT AND PIPING PLANS
M8 HVAC CONTROLS

ELECTRICAL

E0 ELECTRICAL SCHEDULES AND DETAILS
E1 GROUND FLOOR ELECTRICAL DEMOLITION AND NEW WORK PLANS
E2 FIRST FLOOR ELECTRICAL DEMOLITION AND NEW WORK PLANS
E3 SECOND FLOOR ELECTRICAL DEMOLITION AND NEW WORK PLANS
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1. NEW 6'-0" x 7'-0" DOUBLE DOORS.  CUT OPENING, RESTRUCTURE WALL
FRAMING AND PATCH ALL TO LIKE CONDITION.  CENTER DOORS ON AIR

HANDLER  COIL ACCESS LOCATIONS.  REFER TO MECHANICAL DWGS.
2. REMOVE ACOUSTICAL TILES, CEILING GRID, AND SUPPORT SYSTEMS.
3. NEW WIRE MESH PARTITION TO MATCH EXISTING WIRE MESH PARTITION IN

CONSTRUCTION, DETAIL, AND FINISH.  CUT WIRE MESH AS REQUIRED FOR
MECHANICAL EQUIPMENT.   REFER TO MECHANICAL DWGS.

4. RELOCATED WIRE MESH PARTITION/DOOR. CUT WIRE MESH AS REQUIRED
FOR MECHANICAL EQUIPMENT. REFER TO MECHANICAL DWGS.

5. NEW 6'-0"x7'-0" DOUBLE DOORS.  CENTER DOORS ON COIL PANELS.  REFER
TO MECHANICAL DWGS.

6. REMOVE EXISTING WINDOW AND FRAME.  INSTALL NEW LOUVER. FIELD

VERIFY EXISTING WINDOW OPENING SIZE.  REFER TO DETAIL 9/A0 FOR

INSTALLATION DETAIL.
7. REMOVE AND INFILL UPPER WINDOW SASH WITH INSULATED PANEL AS

REQUIRED.  COORDINATE WITH MECHANICAL DWGS.  REFER TO DETAIL

10/A0 FOR INSTALLATION DETAIL.
8. REMOVE LOUVER AND SCREEN.  INFILL WITH INSULATED PANEL AS

REQUIRED.  COORDINATE WITH MECHANICAL DWGS. REFER TO DETAIL

10/A0 FOR INSTALLATION DETAIL SIMILAR.

9. REMOVE LOUVER, INFILL WITH WINDOW GLAZING TO MATCH EXISTING.
10. REMOVE WIRE MESH PARTITION, DOOR, AND HARDWARE.  REINSTALL PER

NEW LOCATION SHOWN ON 1/A1.

11. NEW DUCT CHASE. REFER TO MECHANICAL DWGS FOR EXACT LOCATION.
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